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Run: Scanning wizard (or 
Axiom if you have already 
created one) 

 
 

Click Assign device type 
(DTM) 

 

Select Show all installed 
device types: 
 
Select Axiom Hart 
OK 
 
Click OK 
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Identification Screen:  
 
To View online variables 
click  
Device Operations 
Device Functions 
Observe 

 
 
 
 

View online variables 

 
 

To Set-up / Calibrate:  
click here 
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To View Device 
Diagnostics:  Click here 

 

To View Historical data: 
Click here to open the 
window 
 
Click Here to Upload 
historical data from the 
device 

 


